Introduction
Boiling heat transfer in microchannels has received significant attention due to its capability for dissipating high heat fluxes especially in the thermal management of microelectronics [1, 2, 3, 4] , while at the same time minimizing temperature gradients across the chip [5] . The steady increase in gate density over the last few decades has resulted in an associated increase in power dissipation.
Flow boiling of water in single and parallel microchannels has been investigated by several authors [6, 7, 8, 9, 10, 11] . In contrast, refrigeration with vapor compression systems [12, 13, 14] has received less attention even though it has been shown to be an effective means for lowering the coolant temperature, and therefore, maintaining acceptable device temperatures when dissipating high heat fluxes. The primary advantages of small-scale vapor compression systems are the possibility of achieving fluid temperatures below ambient, a lower freezing point compared to water, and compatibility with electronic circuits in case of leakage due to their higher dielectric strength. In addition, the form factor of such systems, consisting of small heat sinks on the microchip and remote compressor and condenser, is usually quite practical. Table 1 summarizes several representative studies of refrigerant flow boiling heat transfer from the literature. The working fluids are HFC refrigerants or water, with tests having been conducted either in single or multiple parallel microchannels. Compared to the large number of studies using water [1] , flow boiling of refrigerants has been less widely studied. Of these, very few have spanned the complete range of vapor qualities from subcooled liquid to superheated vapor, especially with measurements of local heat transfer coefficients. However, this knowledge is essential in the design and optimization of microchannel cold plate evaporators.
Lazarek and Black [15] found the heat transfer to be independent of the vapor quality in their experiments with vapor qualities as high as 60%. Similar behavior was encountered by Tran et al. [16] . Yan and Lin [17] conducted experiments over the entire vapor quality range, and found very different results: a distinct peak in the heat transfer coefficient near 20% vapor quality at higher saturation temperatures and an almost flat profile at lower evaporation temperatures. Lin et al. [18] observed a qualitatively similar shape of the heat transfer coefficient versus vapor quality with a peak at 10% vapor quality. Lee and Lee [19] and Saitoh et al. [20] found similar behavior to conventional tubes with a trend of increasing heat transfer at higher vapor quality. Finally Steinke and
Kandlikar [21] reported a monotonical decrease in heat transfer coefficient with increasing vapor quality. The range of channel hydraulic diameters in these studies varied from 0.5 to 3.1 mm, with the exception of [21] who reported heat transfer for microchannels of 0.207 mm hydraulic diameter.
The present work focuses on investigating the local, vapor quality-based, flow boiling heat transfer coefficients in a microchannel cold plate evaporator through wellcharacterized experiments. The refrigerant HFC-134a is chosen as the working fluid since it is one of the most suitable choices for microelectronics thermal management applications [12, 14] . It is noted that the primary objective of the experiments in this work was to obtain the heat transfer coefficient in flow boiling of a refrigerant through multiple parallel microchannels as a function of refrigerant quality; the width of the microchannels and intervening fins are not optimized to maximize the total heat transfer rate.
Experimental Setup and Data Reduction

Flow Loop
Figure 1 The liquid refrigerant is pumped using a variable-speed gear pump from state point 1 to state point 2. The use of a gear pump obviates the need for refrigeration oil, so that the experiments can be run with pure refrigerant. By using the bypass valve V1 and the flow regulator V2, the refrigerant mass flow rate can be adjusted to the desired value. The refrigerant then passes through a Coriolis-type mass flow meter and a liquid-cooled subcooler in order to achieve sufficient subcooling for all operating conditions. A sight glass immediately prior to the test section assembly provides the ability to check for vapor bubbles in the liquid flow. The test section assembly itself consists of several heated and adiabatic sections.
In the following, experimental setup refers to the complete loop containing the pump, heat exchangers, piping, valves, and the test section assembly, while test section assembly refers to the components located within the dashed line in Figure 1 silicone sheet on top of the microchannels prevents cross leakage from one channel into the next. The cover plate is made of polycarbonate and allows optical access to the test section from the top. In order to allow for sufficient thermal expansion of the materials, the assembly is compressed with rubber sheets on the side and bottom (part G in Figure 2 (a)). An air gap was maintained in between the sides of the test section and the side wall of the casing for the purpose of insulation. In addition air gaps were introduced between all pieces of the test section in the form of small recesses, as shown in Figure 2 (a).
These gaps and recesses were also used for exact alignment of the microchannels.
The microchannels were cut into the test piece using a jeweler's saw, ensuring that the microchannels across the various test section components were well-aligned and matched in size. The resulting surface roughness was measured to be 0.6 to 0.7 µm for the heated and adiabatic pieces. Only minor changes in channel width were caused due to different re-expansion of the material after cutting the channels. The mismatch in channel width and depth was never greater than 2 µm. Table 2 lists the dimensions of the investigated microchannels together with the measurement and fabrication uncertainties.
As can be seen, the only geometrical difference in the microchannels between the three heated sections is the different lengths in the flow direction.
The temperature measurements in all heated blocks were carried out with sheathed thermocouples with a diameter of 0.81 mm and an immersion depth of 9.5 mm assembled in a T-shape as can be seen in Figure 2 . In each heated block, three thermocouples were positioned along the centerline in the direction of heat flow. The thermocouple beads were located at distances from the bottom of the microchannels of 2.1, 10.0 and 17.9 mm, respectively. In addition, the temperature profile along the flow direction was measured with two additional thermocouples positioned 2.1 mm below the bottom of the microchannels. The measurements are carried out with a total of 10 thermocouples per heated block. These thermocouples were also used to calculate the surface temperature by extrapolation.
As mentioned earlier, the fluid loop contains pure refrigerant with no oil. In order to ensure the highest possible purity of the working fluid, the loop was flushed with dry nitrogen and then evacuated several hours every time before charging. The average and maximum uncertainty in the local heat transfer measurements was 7.9% and 11.8%, respectively, with the lowest uncertainty being achieved under subcooled conditions and the highest at low flow rates and low heat fluxes in the saturated flow boiling regime. The average and maximum uncertainty in vapor quality was 1.2% and 2.1%, respectively; these values for the heat flux calculation were 2.8% and 3.0%, respectively.
Data Acquisition and Uncertainties
In addition to the instrumentation discussed above, a camcorder was positioned above the test section assembly to visually observe the flow.
Test Conditions
Measurements were first conducted for single-phase heat transfer in order to establish an energy balance over the entire test section assembly and thus quantify heat gains and losses. These results were also used to validate the heat transfer coefficient measurements, since the heat transfer coefficient in single-phase flow through microchannels is readily predicted. These measurements were carried out with highly subcooled liquid at an outlet pressure of 750 kPa, and flow rates between 10 and 15 g/s (Re f ≈ 3000 -4000). The electrical heat input to the test piece was varied from 0 to 150 W, while the pre-evaporator and post-evaporator were turned off in these experiments.
The second set of measurements was carried out to establish a boiling curve. Again, only the test piece itself was heated and the liquid at the inlet was highly subcooled. The at the test section assembly inlet and superheated at the test section assembly outlet in order to establish an energy balance.
Data Reduction
In order to quantify the refrigerant qualities at the different state points of the system according to Figure 1 , the equations listed in this section were used. The enthalpy at the inlet and outlet of the test section assembly is defined by the pressure and temperature assuming that the inlet and outlet state are in the single-phase regime:
Knowing the enthalpy of the saturated liquid,
the thermodynamic quality can be defined at all state points as follows: 
Due to the short length of the test piece, changes in the wall temperature along the flow direction could not be determined; instead, the test piece wall is assumed isothermal which is justified under the largely saturated fluid conditions encountered. In addition, the temperature along the fins is assumed constant, due to the relatively high fin width of 762 µm compared to its height of 1905 µm, leading to fin efficiencies of 96.5% to 99.9%
across the entire set of experiments including single-phase and two-phase measurements.
The temperature variation in the test piece in the lateral direction was determined using steady-state thermal simulations using a commercial available computational fluid dynamics software package. The results showed a lateral distribution in the wall temperature over all the interior channels of 0.3°C. Only the outermost fins on either side showed a temperature deviation compared to the mean base temperature of up to 1°C in the worst-case scenario (case with the highest heat transfer coefficient) due to the geometry of the setup.
The pressure drop across the test section assembly consisting of the pre-evaporator, test piece and post-evaporator was always below 0.3 kPa, which corresponds to a change in saturation temperature of approximately 0.2°C. Therefore, the saturation temperature of the refrigerant was assumed to be constant along the length of the test piece, which represents only one-tenth of the length of the test section assembly. The saturation temperature was calculated using the mean pressure between the inlet and outlet of the test section.
Since the refrigerant enters the test piece in some cases as subcooled liquid, the length of the channel can be divided into two regions: the upstream subcooled region and the downstream saturated region. Figure 3 shows a schematic representation of the fluid temperature variation along the microchannel. As mentioned earlier, the wall temperature and the saturation temperature stay constant over the length of the test piece in the downstream saturated region. The fluid temperature profile in the subcooled region has been assumed to be linear in most studies in the literature (dashed line). In the present work, the temperature difference in the subcooled region is calculated using the log mean temperature difference (LMTD), which is more physically realistic than the assumption of linear temperature variation. The average difference in the heat transfer coefficient calculated using the two methods is 1.4%, with a maximum value of 14.2%.
Using these assumptions and definitions, the effective temperature difference between the wall and fluid can be calculated in the case of subcooled liquid (x 4 < 0) at the test piece inlet as follows:
Using ( ) ( ) w s a t w i n LMTD w s a t
If the fluid is at saturation conditions all the way from the inlet, the following simplified expression can be used to calculate the temperature difference w,f w sat
A similar procedure (Eqs (7) to (10)) is used for data reduction for the pre-evaporator.
In the case of superheated gas leaving the test piece, the calculation is performed by dividing into saturated and superheated regions instead of the subcooled and saturated regions.
To establish the validity of the experimental determination of the heat transfer coefficient with the given test setup, the energy balance obtained in the test section assembly was first evaluated for single-phase flow. Single-phase flow was chosen since the state points at the inlet and outlet of the test piece are easily defined from known temperatures and pressures. Using these state points and the refrigerant mass flow rate, the heat transfer rate into the test piece can be calculated as follows:
An alternative calculation of the overall heat transfer rate is based on adding the electrical power supplied to the three heated blocks:
el,tot el,preev el,test el,postev
A third approach for calculating the heat input is to use the known thermal conductivity and dimensions of each heated copper block together with the temperature difference in the heat flow direction measured with the thermocouples inserted into the heated block:
The total heat transfer rate is then calculated by adding the heat transfer rates of the three heated blocks:
cond,tot cond,preev cond,test cond,postev
The heat transfer rates calculated by using each of these three methods -Equations (11), (12) , and (14) -can then be compared as is done with the results in the next section.
The single-phase heat transfer measurements are compared to predictions from the (15) where Nu fd is substituted with either Nu fd,Ch or Nu fd,ST and then compared to the measured heat transfer coefficient. Due to the length of the preheater and adiabatic section being approximately 40 times longer than the hydraulic diameter of the channels, the flow field in the test piece may be considered to be fully developed. Figure 4 shows the energy balance calculations in the test section assembly. The heat transfer rate is calculated by three independent means, using Equations (11), (12) and (14) . As can be seen in Figure 4 , the maximum deviation between the three approaches is 7 W, while the average deviation is 3 W; the maximum uncertainty in heat transfer rate is therefore 5.6% while the average is 2.4% of the maximum heat transfer rate encountered.
Experimental Results
Energy Balance
The measurements cannot be distinguished within the uncertainty range, pointing to the robustness of the experiment design, instrumentation, and measurement accuracy. Due to the excellent energy balance, heat losses are neglected in this study.
Validation of Single-Phase Results
The measured single-phase heat transfer coefficients are compared with predictions from the Churchill and Sieder-Tate correlations in Figure 5 and plotted as a function of heat flux. It can be seen that the measured heat transfer coefficients match the predictions to within experimental uncertainty at the lower heat fluxes. As the heat flux (based on the wetted, heated area) exceeds 6 W cm -2 , the measured heat transfer coefficients deviate due to the onset of subcooled boiling in the experiments, which leads to far larger heat transfer coefficients than in single-phase flow. For all the results displayed in Figure 5 , the heat transfer coefficient is calculated based on the temperature difference between the fluid and the surface as shown in equation (8) . Even after the onset of nucleate boiling, bubbles were not visually observed due to the large mass fluxes, and are expected to have collapsed immediately due to the high degree of subcooling. Onset of subcooled boiling was indicated in the experiments by a slight temperature drop at the surface and a resulting increase in heat transfer coefficient.
Boiling Curve
In order to characterize single-phase heat transfer and subcooled boiling, a boiling for similar boundary conditions in [25] . The flow patterns visually observed after the onset of boiling revealed a mostly bubbly flow regime, which sometimes transitioned to slug flow at the highest measured heat fluxes. Only at the highest heat flux considered, the onset of out-of-phase flow instabilities (fluid in adjacent channels oscillates in opposing directions) as described by [26] was observed.
Average Heat Transfer Coefficients
While the primary thrust of this work was to obtain the heat transfer coefficient as a function of vapor quality (as discussed in the next section), heat transfer measurements were also obtained as a function of outlet vapor quality, as has been commonly reported in the literature for different fluids and geometries [36, 37, 38, 41] . The inlet temperature of the refrigerant was kept at -8.3°C ± 0.5°C during all measurements, which is well below the saturation temperatures of 8.9, 18.7, and 29.0°C. Figures 7 and 8 show the heat transfer coefficient with respect to outlet vapor quality and heat flux -these measurements were obtained in the section designated 'pre-evaporator', which, for these measurements, functions as a regular microchannel heat sink. The results in Figure This shows the independence of heat transfer coefficient on saturation pressure and the considerable influence of subcooling on the heat transfer measurements.
Finally, the plot of heat transfer coefficient versus heat flux at constant pressure ( Figure 7 bottom) shows an interesting result. The heat transfer coefficient is seen to decrease marginally with increasing mass flow rate. A closer evaluation shows that the outlet quality at low mass flow rates at any specific heat flux is higher than for high mass flow rates. Higher outlet quality also implies improved heat transfer. Therefore, it may be concluded that the effect of mass flow rate on heat transfer coefficient is smaller than the effect of heat flux.
Heat Transfer Coefficients as a Function of Local Quality
As has been noted, the pressure drop over the test section assembly consisting of preevaporator, test piece, and post-evaporator was always below 0.3 kPa, due to the low mass flow rates in the experiments. This pressure drop corresponds to a change in saturation temperature of approximately 0.2°C. Therefore, the saturation temperature of the refrigerant was assumed to be constant over the test piece which is only one tenth of the length of the test section assembly. The saturation temperature was calculated using the mean pressure between the inlet and outlet.
Repeatability of the measurements was verified by conducting multiple tests over a This is consistent with the results reported in [27, 17] . While the general trend of variation in the heat transfer coefficient with vapor quality was expected, the peak in heat transfer coefficient occurs at lower vapor qualities in the microchannels considered here compared to results for larger-diameter tubing in Wojtan et al. [28] . The difference in heat transfer behavior between parallel microchannels and conventional-sized channels seems to be influenced by confinement of the bubbles in the microchannels, as well as differences in flow patterns and flow instabilities especially in multiple parallel channels.
Visual observation revealed that for most of the measurements presented in this work of heat transfer versus vapor quality, the flow regimes could best be described as slug or intermittent flow. Only at very high vapor qualities (x > 0.7) was annular flow observed. Tables   Table 1. Prior studies of flow boiling in microchannels. 
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